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Commercial Construction Specifications 
Revision List 


REVISION


Date       Page No. Description
03/01/00 4.2-4.3 Changed leveling system & removed knockout window. 
03/20/00     3.1 Added note for trenches to be in accordance to Cal OSHA. 


8.1-8.2 Added Armorcast to approved manufacturer list for boxes. 
05/15/00    5.1.2 New grounding specifications for Above Ground 3 phase J-Boxes. 
06/19/00    4.3.1 Revised bare copper ground from 37 strand to 19 strand. 
06/19/00    9.2.1 Correct spelling errors and renumbered from 9.1.1 to 9.2.1. 
08/15/00       9.1, 9.2, 9.3 Added alternative grounding for hard soil conditions. 
10/17/00 7.1-7.1.6 Revised entire Metering requirements section. 
11/21/00      2.1 Revised concrete slump from 7” to 5” and added ¾” polyester tape. 
02/20/01      9.6 Added burn in period for street light circuits. 
04/17/01      2.1 Removed Kevlar from approved pull tape. 
04/17/01    9.1, 9.2, 9.3, 9.4 Added Shorting Cap & Photo Eye made of UV protected material.commercial  
06/19/01  7.1-7.1.7 Revised entire Metering requirements section. 
08/27/01    6.1.1,6.2.1,6.3.1 Added new specifications on Pre-cast Transformer Pads. 


 & 6.4.1 
11/20/01 5.1 & 10.3 Added note "For Special Conditions Use Only". 
11/20/01  5.1.1,5.1.2 Installation & Grounding Details for Above Ground J-box. 
11/20/01   10.1.1 Added clearances for Above Ground J-box. 
11/20/01   10.3.2  Removed from Specifications. 
12/18/01  2.1-2.1.1 Added Approved Measuring Pull Tape List. 
12/18/01  7.1-7.1.5 Revised to make meters and main disconnects directly outside 


accessible at all times. 
12/18/01   9.1, 9.2, 9.3, 9.3.1 Added notes for approval of equipment to be installed. 
01/15/02     11.1 New Clearance Requirements for Overhead conductors to Bldgs. 
02/13/02  7.1-7.1.6 Corrected to specify 2-pair phone conductor and page 7.1.6. 
04/18/02  6.1-6.4.1 Clarify notes for grounding in hard soil conditions. 
05/15/02     5.1.2 Revise installation of J-box, set vault 12" below grade & forward. 
09/30/02     2.1.1 Added testing standards and another approved manufacturer of 


pull tape. 
10/24/02 7.1-7.1.10 Added verbiage for one handle disconnect, labeling street 


addresses, and photovoltaic metering. 
12/18/02   8.1-8.2 Added one approved manufacturer for #30 box. 
02/20/03       9.3 Added Valmont DS32 pole 800A. 
03/20/03     10.1.1 & 10.3.1 Revised working clearances for sides and back of Above Ground 


J-box to 3 feet.
07/23/03 7.1-7.1.10 Added verbiage for marking meter panel and the service


disconnects it feeds.
08/28/03   6.1-6.4 Removed poured in-place pads and made grammatical corrections.
12/18/03 7.1-7.1.10 Added verbiage to clarify accessibility by utility.
01/21/04        10.1 & 10.6 Added notes and Table of approved trees for planting


under powerlines.
02/11/04      12.1 New Capacitor Bank Pad taken from Construction Standards.
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Date       Page No. Description 
10/27/04  7.1-7.4.2 Revised section 7 to add clearance to meters and pathway to meters. 


Renumbered the appendices to 7.2 thru 7.4.2 
11/19/04      4.8 New Concrete Pad specification for DF5 Switch.                                                 
03/23/05      6.3 Correction to Low Voltage Compartment dimension reference point. 


6.1-6.1.1 Removed details on page 6.1 and removed page 6.1.1 
10.4 Revised notes and added non-removable post to detail. 


10/26/05 7.1.6-7.1.7 Clarification and clean up of wording. 
5.3-5.4 Use Note added to 12kV Splice Pull Box. 


12/6/05 7.1.3 Meter Requirements, item 5 Service Disconnects revised.  
12/28/05 1.1-1.1.1 Revised dry utility contacts information. 
01/18/06     4.3.1, 5.1.1 & 5.1.2 Clarification of alternative ground wire placement in special conditions. 


9.1.1-9.3.1 Added page 9.1.1 100W decorative street light and update approved models 
for 150w and 250w decorative lighting. 


04/19/06 8.1 &8.2 Added New Basis to the list of approved secondary boxes. 
07/24/06 8.1 &8.2 Removed New Basis from the list of approved secondary boxes. 
10/17/06 9.2.1, 9.3.1 Update to approved vendor list for light poles and clarify conduit note. 


9.5 Note added for wire size, color, and grounding of equipment.  
02/05/07      9.2 Add manufacturer and part number to spec. 
02/20/07        9.1.1,9.2.1,9.3.1 Corrected manufacturer part number. 
04/23/07        10.1.1,10.2,12.1 Revised door orientation for switchgears and capacitor banks 
08/30/07    12.1 Approved poured in place with Pre-cast pad for use with capacitor banks. 
02/20/08 2.1  Revised conduit sweeps and bends. 
02/20/08 7.1-7.1.8 Revised notes for 3 Phase, 4 wire, 120/240V Delta and 277/480V Wye. 
08/12/08      7.4 Added note #7 for additional Photovoltaic metering requirements. 
04/23/09   5.3,5.4 Change Pullbox lid material from steel to aluminum. 
08/18/09      7.1-7.1.8 & Revised the specifications for Solar Electric metering and tagging. 


7.4-7.4.13 
09/17/10      2.1.0-2.2.0 Revised the Conduit Requirement and Specifications & General Conduit 


Details to include 6” conduit requirements. 
10/21/10      5.4 Modified pullbox detail to include both 4” & 6” conduit terminations. 
02/17/11     9.1.1 Modified the 100w HPS Decorative Streetlight Specification to specify a 


concrete foundation. 
07/21/11 7.1 & 7.4 Revised the drawings to better reflect the PV Disconnect locations and 


rearranged and updated the specification text for PV metering and information 
on the Roseville Electric Solar Electric Program. 


01/19/12      7.4  Revised the drawings to call out line and load side of devices and specify the 
main and customer breakers.  Added statement to specification text requiring 
visible air gap on disconnect devices. 


03/16/12         10.3.1 Revised note for working clearances for sides and back of Above Ground 
J-box to 3 feet (originally missed in 03/20/03 revision).







Continued … 
Commercial Construction Specifications 


Revision List 


REVISION 


Date       Page No. Description 
05/17/12           7.1 Revised service disconnects to exclude using the switchgear or panel door as 


the locking provision, more specific information for acceptable panels in the 
EUSERC requirements, telephone conductor updates for automated meters.      


06/21/12      7.4 Added references to panel requirements listed in 7.1, cleaned up out-of-date 
references on all connection diagrams 


06/21/12 4.8 & 4.9 Updated to 4.8 with door side and bell end references and added new spec 4.9 
for DF20 standard pad 


07/19/12 9.1, 9.2, 9.3 Updated Armeron part number, arm note to include required rise, added 
baseplate detail with bolt pattern, general updates 


06/20/13 4.2.0, 4.3.0,  Added 6” conduit to mainline excavation vault 
4.3.1, 4.4.0 


09/03/14 9.7.0, 9.7.1, New Cobrahead LED luminaire section for streetlights 
9.7.2, 9.7.3, 
9.7.4, 9.7.5 


12/16/15 9.7.0, 9.7.1 COBRAHEAD revisions, added URL for DLC (Design Lights Consortium) 
9.7.2, 9.7.3 
9.7.4, 9.7.5 


04/13/16 7.4, 7.4.1, 7.4.2 Commercial customer owned interconnected generation requirements 
7.4.3, 7.4.4, 7.4.5 
7.4.6, 7.4.7, 7.4.8 
7.4.9, 7.4.10, 7.4.11 
7.4.12, 7.4.13, 7.4.14 


05/03/16 9.8, 9.8.1, 9.8.2 Decorative Post Top LED Luminaire Specs 
9.8.3, 9.8.4, 9.8.5 


07/01/16 7.1 – Commercial Low Voltage Meter and Service 


07/16/16 9.1.1, 9.2, 9.2.1, 9.3, 9.3.1 Decorative street lights/luminaires 


10/05/16 2.1 – 6” sweeps, 4.3.1 – Pad vault ground clamp part # change 


05/30/17 7.4 – Removed all references to commercial PBI metering programs – no longer offered 


08/24/17 9.7 – Cobrahead LED Luminaire specs. 


06/15/18 1.2, 2.1.1, 2.2 – Title block changes only 
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09/04/18 


01/24/19 


02/28/19 


06/27/19 


09/26/19 


Page No. 
4.1 – Vault Notes 


4.10 – Concrete Pad Interceptor Vault, 4.5, 4.6, 4.7, 5.1 Title blocks only 


9.1 – 100W HPS LED EQUIVALENT ST. LIGHT STANDARD 


3.1, 3.2 - Mainline Trench and backfill.
5.1.1, 5.1.2, 5.2 - Junction Boxes and 
grounding. 


5.3, 5.4 - 12kV Pullbox (Mainline, Splice)


6.1, 6.1.1, 6.2, 6.3, 6.4, 7.2 - Transformer pad
9.1, 9.1.1, 9.2, 9.2.1, 9.3, 9.3.1, 9.4 - Streetlight extra conduits for 5G


02/06/20 
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       ADOPTED:  9/07/93 
 
  
 POLICY FOR COMMERCIAL ELECTRIC UTILITY INSTALLATIONS 
 THIS POLICY COVERS ALL COMMERCIAL ELECTRIC INSTALLATIONS 
 AND INCLUDES APARTMENTS, CONDOMINIUMS, TOWN HOMES, AND MOBILE  
 HOME PARKS (See Notes 1 and 2) 
 
 
DEVELOPER RESPONSIBILITY (See Note 2) 
 
1. Land rights. 
 
2. Trenching, excavation, backfill, grading, and compaction. 
 
3. Furnish and install all materials not installed by Roseville Electric crews which shall 


include, but not be limited to, transformer vaults or pads, primary junction boxes and covers, 
conduits for primary conductors and riser poles.  These items to be installed per Roseville 
Electric Specifications for Commercial Construction. 


 
4. Furnish and install all street lighting materials per Roseville Electric Department design and 


Specifications on public roadways.  Developer is responsible for design, installation, and 
maintenance of the entire street lighting system on private roadways. 


 
5. Furnish and install secondary service conduits and conductors to transformer.  No more than 


8 service conductors per phase are allowed with a maximum wire size of 1000 MCM 
(copper or aluminum). 


 
6. Pay for all material attributed to the development as determined by the Electric Utility 


Director, installed by Roseville Electric Department crews, which shall include, but not be 
limited to, conductor, transformers, switch enclosures, and meters and applicable electrical 
fittings. 


 
7. Pay for installation of materials in Item 6 as determined by Roseville Electric. 
 
8. Coordination with other utilities (SureWest, Pacific Gas & Electric, Comcast Cable 


Communications Inc., and City water/sewer/refuse, etc.), and any extra costs assessed by 
these other utilities. 


 
 


 
 


1.1 


2090 Hilltop Circle 
Roseville, CA 95747 


Office (916) 774-5600 
FAX (916) 784-3797 
TDD (916) 774-5220 


www.RosevilleElectric.org 







 
9. The Electric Utility Director will require Items 6 and 7 to be paid before the Electric 


Department will purchase non-stock items or inspect any premises for acceptance and 
installation of electric facilities. 


 
 
 
ROSEVILLE ELECTRIC RESPONSIBILITY 
 
1. Design of electrical system for providing service to the development. 
 
2. Installation of all primary (12kV) conductors and transformers. 
 
3. Installation of meters and current transformers as required. 
 
4. Roseville Electric shall construct the necessary facilities to deliver power to the developers 


area of responsibility as determined by the Electric Utility Director and outlined in City 
Ordinance 2407 dated March 20, 1991. 


 
_________________________________________________________________ 
 
NOTE: 


(1) This policy shall be subject to change by the City Council at any time in 
accordance with procedure established by the laws of the State of California 
and the provisions of the City of Roseville Municipal Code. 


 
(2) All work to be performed by the Developer shall be subject to the approval 


of the Roseville Electric Utility Director. 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 


1.1.1 
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CONCRETE PAD VAULT FOR CITY OF ROSEVILLE
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CONCRETE PAD VAULT FOR CITY OF ROSEVILLE
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CONCRETE PAD VAULT PLACEMENT
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12kV LOCAL DISTRIBUTION
SPLICE PULL BOX(3’Wx6’Lx5’D)
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